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SERVICE CABINET WIRING

ELECTRICAL SERVICE LEGEND:

(1) METER

(2) MAIN BREAKER (150 AMP.)

(3) CONTACTORS (30 AMP.)

(4) 120 Vv GFCI RECEPTACLE

(5) CONTROL BREAKER (15 AMP.)

(6) RECEPTACLE BREAKER — (20 AMP.)
(7) PHOTOCELL

(8) NEUTRAL BUS

(9) TEST SWITCH (15 AMP.)

(10) SERVICE BREAKER (30 AMP.)

(11) GFCI BREAKER (20 AMP.)

(12) SMALL WIRELESS FACILITY BREAKER (20 AMP.)

(13) SIGNAL BREAKER (30 AMP.)
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